Western Area Power Admininstration publish date:
Sierra Nevada Region April 27, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Loads Reg & Res Projected Purchases Tg\r/\Fs’acc(t)iropﬁs PRr:stEtride *(3;;)9
. . Project First Estimated PU PU & FP AnciI!iary Bank Bank Daily Daily Capacity
Monday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward ~ Capacity — Services | Energy Return Minimum | Maximum | wiminima
Capacity Energy Demand Load Serwcgs Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp)  CVP Corp)
May 01, 2006 (MW) (Mwh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) MwW) W) W)
Hour A B C D E F G H | I J K L M
1 1,356.0 656.0 95.0 12.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
2 1,356.0 660.0 96.0 11.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
3 1,356.0 660.0 96.0 11.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
4 1,356.0 667.0 96.0 11.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
5 1,357.0 | 1,006.0 95.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
6 1,338.0 | 1,144.0 73.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
7 1,341.0 | 1,198.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
8 1,342.0 | 1,198.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
9 1,341.0 | 1,198.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
10 1,343.0 | 1,198.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
11 1,342.0 | 1,198.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
12 1,341.0 | 1,198.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
13 1,341.0 | 1,198.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
14 1,342.0 | 1,149.0 75.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
15 1,342.0 | 1,149.0 75.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
16 1,343.0 | 1,292.0 75.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
17 1,341.0 | 1,292.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
18 1,342.0 | 1,341.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
19 1,341.0 | 1,341.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
20 1,342.0 | 1,340.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
21 1,341.0 | 1,235.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
22 1,360.0 | 1,234.0 95.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
23 1,359.0 | 1,001.0 95.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
24 1,356.0 560.0 95.0 12.0 199.0 0.0 0.0 0.0 0.0 0.0 647.1 1,050.0 0.0
Daily Energy
(MWh) 26,113.0 | 1,937.0 406.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 21,977
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region April 27, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen ng::;d Loads Reg & Res Projected Purchases Ta;z;(::ct)iropﬁs Er:;gztrii 1(3;;(;
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Tuesday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
May 02, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MwW) (MW) )
Hour A B c | D E F | G H I | J K L M

1 1,414.0 558.0 95.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

2 1,415.0 557.0 96.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

3 1,415.0 557.0 96.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

4 1,416.0 556.0 96.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

5 1,415.0 633.0 95.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

6 1,394.0 | 1,019.0 73.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

7 1,395.0 | 1,063.0 73.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

8 1,392.0 | 1,195.0 73.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

9 1,392.0 | 1,196.0 73.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

10 1,393.0 | 1,196.0 73.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

11 1,393.0 | 1,245.0 73.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

12 1,393.0 | 1,245.0 73.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

13 1,392.0 | 1,146.0 73.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

14 1,393.0 | 1,146.0 75.0 12.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

15 1,393.0 | 1,146.0 75.0 12.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

16 1,394.0 | 1,146.0 75.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

17 1,393.0 | 1,310.0 73.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

18 1,393.0 | 1,311.0 73.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

19 1,394.0 | 1,310.0 73.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

20 1,395.0 | 1,310.0 73.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

21 1,393.0 905.0 73.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

22 1,411.0 904.0 95.0 10.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

23 1,413.0 862.0 95.0 12.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0

24 1,414.0 552.0 95.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 393.1 1,107.0 0.0
Daily Energy

(MWh) 23,868.0 | 1,937.0 324.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 20,857
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region April 27, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sJEZtri(l ?; ;?
Projected | Projected Project PrefFei:ztnce E;:rtwi:i]lle::e ; For\)/tJard (F;l: icﬁp 222:22’ E?wzrr]k Riizlr(n Daily Daily Capacity
Wed neSday Caéjacity Er:ergy Use Load Load Service)s/ Off-Peak Purghage Purchase | (from g\);P Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp) Capacity | Capacity energy
May 03, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) Mw) Mw) W)

Hour A B c | D E F | G H I | J K L M
1 1,378.0 471.0 95.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
2 1,379.0 470.0 96.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
3 1,379.0 469.0 96.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
4 1,380.0 544.0 96.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
5 1,378.0 677.0 95.0 13.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
6 1,361.0 885.0 73.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
7 1,363.0 | 1,010.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
8 1,365.0 | 1,138.0 73.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
9 1,365.0 | 1,138.0 73.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
10 1,366.0 | 1,138.0 73.0 23.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
11 1,365.0 | 1,138.0 73.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
12 1,364.0 | 1,090.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
13 1,364.0 | 1,039.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
14 1,366.0 | 1,039.0 75.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
15 1,365.0 | 1,039.0 75.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
16 1,365.0 | 1,039.0 75.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
17 1,363.0 | 1,092.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
18 1,363.0 | 1,092.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
19 1,363.0 | 1,091.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
20 1,364.0 | 1,090.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
21 1,361.0 | 1,067.0 73.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
22 1,379.0 | 1,066.0 95.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
23 1,376.0 | 1,022.0 95.0 11.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0
24 1,376.0 531.0 95.0 11.0 199.0 0.0 0.0 0.0 0.0 0.0 228.0 1,071.0 0.0

Daily Energy
(MWh) 22,375.0 ] 1,937.0 431.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 18,960
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region April 27, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sJEZtri(l ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Thu rsday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
May 04, 2006 (Mw) (Mwh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F | G H | | J K L M

1 1,413.0 462.0 95.0 12.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

2 1,413.0 461.0 96.0 11.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

3 1,412.0 460.0 96.0 10.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

4 1,413.0 529.0 96.0 11.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

5 1,416.0 724.0 95.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

6 1,398.0 871.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

7 1,400.0 | 1,004.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

8 1,401.0 | 1,138.0 73.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

9 1,401.0 | 1,139.0 73.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

10 1,402.0 | 1,139.0 73.0 23.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

11 1,402.0 | 1,080.0 73.0 23.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

12 1,402.0 | 1,080.0 73.0 23.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

13 1,401.0 | 1,080.0 73.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

14 1,402.0 | 1,080.0 75.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

15 1,400.0 | 1,081.0 75.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

16 1,401.0 | 1,032.0 75.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

17 1,398.0 | 1,081.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

18 1,398.0 | 1,081.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

19 1,400.0 | 1,081.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

20 1,401.0 | 1,081.0 73.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

21 1,398.0 | 1,048.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

22 1,416.0 | 1,047.0 95.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

23 1,412.0 988.0 95.0 11.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0

24 1,417.0 534.0 95.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 141.6 1,107.0 0.0
Daily Energy

(MWh) 22,301.0 ] 1,937.0 436.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 18,845
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region April 27, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sJEZtri(l ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
. Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . -
F”day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmqm Ma)qmgm w/minimal
Demand . Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
May 05, 2006 (Mw) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F | G H | | J K L M
1 1,418.0 447.0 95.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
2 1,418.0 451.0 96.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
3 1,418.0 447.0 96.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
4 1,420.0 451.0 96.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
5 1,421.0 445.0 95.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
6 1,401.0 | 1,006.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
7 1,401.0 | 1,056.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
8 1,401.0 | 1,056.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
9 1,400.0 | 1,056.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
10 1,400.0 | 1,056.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
11 1,399.0 | 1,057.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
12 1,399.0 | 1,057.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
13 1,399.0 | 1,057.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
14 1,400.0 | 1,057.0 75.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
15 1,400.0 | 1,057.0 75.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
16 1,401.0 | 1,057.0 75.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
17 1,399.0 | 1,089.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
18 1,399.0 | 1,090.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
19 1,400.0 | 1,090.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
20 1,399.0 | 1,090.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
21 1,399.0 | 1,002.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
22 1,419.0 | 1,049.0 95.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
23 1,418.0 666.0 95.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
24 1,412.0 532.0 95.0 10.0 199.0 0.0 0.0 0.0 0.0 0.0 295 1,108.0 0.0
Daily Energy
(MWh) 21,421.0 ] 1,937.0 436.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 17,964
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region April 27, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?::;d Loads Reg & Res Projected Purchases Tg\r/:s)e:(::ct)iropﬁs g:sjgztrii 1(351 ;‘;
. . Project First Estimated PU PU & EP AnciI!iary Bank Bank Daily Daily Capacity
Saturday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return Minimum | Maximum | wiminimal
Capacity Energy Demand Load Serwct_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 06, 2006 (Mw) (MWh) (MW) (MW) (MW) (Mw) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G H I | J K L M

1 1,421.0 450.0 95.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

2 1,421.0 450.0 96.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

3 1,420.0 450.0 96.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

4 1,421.0 529.0 96.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

5 1,422.0 530.0 95.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

6 1,402.0 898.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

7 1,404.0 927.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

8 1,404.0 | 1,048.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

9 1,404.0 | 1,048.0 73.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

10 1,402.0 | 1,048.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

11 1,403.0 | 1,048.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

12 1,402.0 | 1,048.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

13 1,402.0 | 1,049.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

14 1,403.0 | 1,000.0 75.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

15 1,403.0 | 1,000.0 75.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

16 1,403.0 | 1,049.0 75.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

17 1,402.0 | 1,140.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

18 1,402.0 | 1,140.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

19 1,402.0 | 1,140.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

20 1,403.0 | 1,018.0 73.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

21 1,402.0 845.0 73.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

22 1,423.0 897.0 95.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

23 1,422.0 452.0 95.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0

24 1,406.0 676.0 80.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 0.0 1,111.0 0.0
Daily Energy

(MWh) 20,880.0 | 1,922.0 437.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 17,272
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region April 27, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen ngr?:rlgid Loads Reg & Res Projected Purchases Ta;z;(::ct)iropﬁs Er:;gztrii 1(3;;(;
' . Project First Estimated PU PU & EP AnciI!iary Bank Bank Daily Daily Capacity
Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . L
Su nday Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand . Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 07, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G | H | | J K L M
1 1,407.0 747.0 80.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
2 1,408.0 747.0 81.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
3 1,407.0 747.0 81.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
4 1,408.0 762.0 81.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
5 1,408.0 798.0 80.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
6 1,411.0 959.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
7 1,413.0 | 1,002.0 80.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
8 1,412.0 | 1,002.0 80.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
9 1,412.0 | 1,002.0 80.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
10 1,411.0 | 1,002.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
11 1,411.0 | 1,002.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
12 1,411.0 | 1,002.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
13 1,411.0 | 1,053.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
14 1,413.0 | 1,054.0 82.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
15 1,412.0 | 1,054.0 82.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
16 1,412.0 | 1,054.0 82.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
17 1,411.0 | 1,167.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
18 1,411.0 | 1,167.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
19 1,411.0 | 1,167.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
20 1,411.0 | 1,167.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
21 1,411.0 | 1,024.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
22 1,410.0 | 1,024.0 80.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
23 1,409.0 946.0 80.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
24 1,357.0 | 1,141.0 35.0 10.0 199.0 0.0 0.0 0.0 0.0 0.0 256.8 1,113.0 0.0
Daily Energy
(MWh) 23,790.0 ] 1,884.0 426.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 19,862
Ramp Rate Constraint: None

Notes:

A wWNPE

. For the AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 139 MW and regulation of 60 MW.
. An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.
. Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.
. Note: Base Resource minimum and maximum capacity are calculated on a daily basis instead of hourly basis.




